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Simple installation steps of connecting panel cables to Luminaire: 

 

Steps 

 

1 Install and secure arm to Wall 

2 Connect both MC4 connectors of Luminaire (Cable A) to matching connectors of Cable B 

3 Turn ON Luminaire by pressing 0N-OFF Push Button 

Wait 60 seconds for the light to turn ON 

4 Connect Panel Cable C to Extension Cable  

 

5 Wait 30 seconds for the light to turn OFF 

 
 

INSTALLATION COMPLETE  


